Luminaires must be installed by a qualified electrician (check with local and national codes for proper installation).
To prevent electrical shock, disconnect electrical supply before installation or servicing.
3 INSTALL REMAINING RAILS.
REMOVE END SECTION FROM LAST RAIL IN RUN.

4 (FASTENERS BY OTHERS)

5 AVOID ALL CONTACT WITH LED SURFACE,
LEDS ARE EASILY DAMAGED!

6 MAKE ELECTRICAL CONNECTIONS

7 WIRE NUTS FOR DIMMING WIRES
BY OTHERS

8 Luminaires must be installed by a qualified electrician (check with local and national codes for proper installation).
To prevent electrical shock, disconnect electrical supply before installation or servicing.

9

10 x2

11

12
EMERGENCY

SEE BATTERY MANUFACTURER INSTRUCTIONS

EMERGENCY BATTERY
MAXIMUM MOUNTING HEIGHT: 17.75'

AVOID ALL CONTACT WITH LED SURFACE, LEDs ARE EASILY DAMAGED!